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31th 0.11 0.14 0.14 0.6 P 

32th 0.08 0.10 0.08 0.5 P 

33th 0.04 0.05 0.04 0.6 P 

Harmonics Measurements (percentage of Rated Current) [%]: 100% Limits [%] Verdict 

L1 L2 L3 

THD (to the 33th) 1.24 1.20 1.29 5 P 

2nd 0.70 0.33 0.75 1 P 

3rd 0.14 0.25 0.19 4 P 

4th 0.60 0.66 0.56 1 P 

5th 0.35 0.44 0.45 4 P 

6th 0.09 0.11 0.09 1 P 

7th 0.40 0.42 0.36 4 P 

8th 0.15 0.20 0.14 1 P 

9th 0.04 0.05 0.08 4 P 

10th 0.06 0.09 0.07 0.5 P 

11th 0.14 0.10 0.16 2 P 

12th 0.02 0.05 0.04 0.5 P 

13th 0.19 0.19 0.16 2 P 

14th 0.03 0.06 0.05 0.5 P 

15th 0.02 0.05 0.03 2 P 

16th 0.05 0.06 0.04 0.5 P 

17th 0.19 0.23 0.22 1.5 P 

18th 0.02 0.02 0.03 0.5 P 

19th 0.20 0.21 0.22 1.5 P 

20th 0.04 0.04 0.03 0.5 P 

21th 0.02 0.03 0.03 1.5 P 

22th 0.06 0.05 0.04 0.5 P 

23th 0.19 0.19 0.20 0.6 P 

24th 0.02 0.04 0.03 0.5 P 

25th 0.20 0.19 0.18 0.6 P 

26th 0.06 0.07 0.08 0.5 P 

27th 0.02 0.04 0.03 0.6 P 

28th 0.05 0.06 0.03 0.5 P 

29th 0.16 0.19 0.19 0.6 P 
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30th 0.02 0.03 0.02 0.5 P 

31th 0.19 0.19 0.19 0.6 P 

32th 0.04 0.04 0.04 0.5 P 

33th 0.02 0.02 0.02 0.6 P 

Note(s):  

 
 

4.7 TABLE: Power Factor P 

Power 
conditions 

Power factor value Limit 

30% 0.9979 -- 

50% 0.9985 [0.9,1.0] 

70% 0.9988  

100% 0.9993  

Note(s): 
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